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ANALIZ RAPORU
(ANALYSIS REPORT)
Rapor No (Report No) : §-20-2123
isletme Adi (The Company Name) : TW AKILLI SU TEKNOLOJi ¢OZ. LTD. STi.
Adres (Address) - GUMUSLUK — BODRUM / MUGLA
Analizin Amaci (Reason of Analysis) : OZEL ISTEK
Numune Cinsi (Sample Name) : ARITMA SUYU
Alndig Yer (Place Taken) : ICME SUYU
Miktari ve Ambalaj Sekli (Net Volume and Packaking Status) : 500 ml Steril PE
Ahndi Tarih-Saat-Sicaklik (Taken Date - Hour ) :22.10.2020
Kabul Tarihi - Saati (Receipt Date and Time of Sample) : 22.10.2020

Analizin Baslama - Bitis Tarihi (Date of Beginning & End of Analysis)

:22.10.2020 - 26.10.2020

Deney laboratuvan olarak faaliyet gosteren Onder Laboratuvar Cevre Saghk Veteriner Gida Turizm Danigmanhik Sanayi ve Ticaret A.S. Ozel Gida Kontrol Laboratuvari,

TORKAK'tan AB-0668-T ile TS EN ISO/IEC 17025:2017 standardina gore akredite edilmistir. Onder Laboratuvar Cevre Saglik Veteriner Gida Turizm Danigmanlik Sanayi ve

Ticaret A.S. Ozel Gida Kontrol Laboratuvar accredited by TURKAK under registration number AB-0668-T for TS EN ISO/IEC 17025:2017 as test laboratory.

Tark Akreditasyon Kurumu (TURKAK) deney raporlarinin tanimrlhigi konusunda Avrupa Akreditasyon Birligi (EA) ile Cok Tarafli Anlasma ve Uluslararas1 Laboratuvar
Akreditasyon Birligi (ILAC) ile karsilikl tanima anlagmasi imzalamistir. Turkish Accreditation Agency (TURKAK) is a signatory to the European co-operation for Accreditation
(EA) Multilateral Agreement (MLA) and to the International Laboratory Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA) for the recognition of test

reports.

Yapilan Mikrobiyolojik Analizler Sonug Birim Simir Deger Analiz Metodu/Cihaz

72 saatte max
*Toplam Canli Sayimi " cfu/ml
(22°C/72 saat) Lisoms pio ety TS EN SO 6222/Déskme Plak Yéntemi
*
(;2(];?&1 fa:':)h Syt Ureme olmadi et 48 saatte max

20 cfu/ml

*Toplam Koliform Bakteri Ureme olmadi ¢fu/100 ml 0/100 ml TS EN ISO 9308-1/Membran Filtrasyon
*Escherichia coli (E.coli) Ureme olmadi cfu/100 ml 0/100 ml TS EN ISO 9308-1/Membran Filtrasyon
*Enterococcus spp. Ureme olmadi cfu/100 ml 0/100 ml TS EN ISO 7899-2/Membran Filtrasyon
*Clostridium perfringens Ureme olmadi ¢fu/100 ml 0/100 ml TS 8020 EN 26461-2/Membran Filtrasyon

* Isareti akreditasyon kapsaminda oldugunu gosterir.

f Birim Sorumlusu

1. Bu analiz raporunun hicbir béliimii tek basina veya ayn ayr kullanilamaz.
2. Analiz sonuclar sadece l¢iim i¢in alinan su numunesini temsil eder ve kontrol ama¢h alhinmigtir.
3 Miisterinin talebi dogrultusunda, dlgiim belirsizligi ve alman karar kuralma ait uyguniuk beyan belirtilecektir.
4. Su numunesi, ‘Numune Alma Plam (P23.F.06)’ ve TS EN ISO 5667-3 standartma gore almmaktadr.
5. arafyiian seols 5 olmasi durum inilisteriye aittir.
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-Bu rapor, laboratuvarin yazih izni ol
-Imzasiz ve milhiirsiiz raporlar gegersizdir.

-This report shall not be reproduced other than in full except with the permission of the laboratory.
~Testing reports without signature are not valid.

kismen kopyalamp, gogaltilamaz.
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Rapor No (Report No) : §-20-0681
isletme Adi (The Company Name) : TW AKILLI SU TEKNOLOJI GOZ. LTD. $TI.
Adres (Address) : GUMUSLUK — BODRUM / MUGLA
Analizin Amaci (Reason of Analysis) : OZEL ISTEK
Numune Cinsi (Sample Name) : ARITMA SUYU
Ahndif Yer (Place Taken) : ICME SUYU
Miktar: ve Ambalaj Sekli (Net Volume and Packaking Status) : 1000 ml PP
Alindig Tarih-Saat-Sicakhik (Taken Date - Hour - Temperature) :22.10.2020
Kabul Tarihi - Saati (Receipt Date and Time of Sample) :22.10.2020

Analizin Baslama - Bitis Tarihi (Date of Beginning & End of Analysis)

:22.10.2020 - 26.10.2020

Deney laboratuvan olarak faaliyet gosteren Onder Laboratuvar Cevre Saglk Veteriner Gida Turizm Damgmanlik Sanayi ve Ticaret A.§ Ozel Gida Kontrol Laboratuvari, TURKAK 'tan AB-0668-
T ile TS EN ISO/IEC 17028:2017 standardina gore akredite edilmistir. Onder Laboratuvar Cevre Saglik Veteriner Gida Turizm Damgmanhk Sanayi ve Ticaret A S. Ozel Gida Kontrol
Laboratuvan accredited by TURKAK under registration number AB-0668-T for TS EN ISO/IEC 17028:2017 as test laboratory

Tark Akreditasyon Kurumu (TURKAK) deney raporlanmin tammrhg konusunda Avrupa Akreditasyon Birligi (EA) ile Cok Tarafh Anlagma ve Uluslararasi Laboratuvar Akreditasyon Birligi
(ILAC) ile kargilikli tanima anlagmas: imzalamigtir. Turkish Accreditation Agency (TURKAK) is a signatory to the European co-operation for Accreditation (EA) Multilateral Agreement (MLA)
and to the International Laboratory Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA) for the recognition of test reports

Yapilan Kimyasal Analizler | Sonug Birim | e“(rzl;zi:i'gi @) Simir Deger Analiz Metodu / Cihaz
*pH 8,30 pH 6,5-9,5 TS EN ISO 10523 / pH Metre
*Bakir (Cu) <0,06 mg/L 2 TS 3653 / Spektrofotometre
*Aliiminyum (Al) <0,06 mg/L 0,2 TS ISO 10566 / Spektrofotometre
*Toplam Alkalinite 247 mg/L - TS 4182 EN ISO 9963-2 / Otomatik titratir
* Amonyum (NHa) <0,03 mg/L 0,5 TS 7159/ Spektrofotometre
*Nitrit (NO2) <0,02 mg/L 0,5 TS 7566 EN 26777 / Spektrofotometre
*Nitrat (NO;3) 3,17 mg/L 50 SM 4500 NOs - B / Spektrofotometre
*Bagli Klor (Cly) <0,05 mg/L 0,5 TS EN ISO 7393-2 / Spektrofotometre
*Serbest Klor (Cly) <0,05 mg/L 0,5 TS EN ISO 7393-2 / Spektrofotometre
*Toplam Sertlik - mg/L 0-75 (yumusak) SM 2340 C
Toplam Sertlik - mg/L 75-150 (orta) SM 2340 C
Toplam Sertlik 200 mg/L 150-300 (sert) SM 2340 C
Toplam Sertlik - mg/L 3?30135';‘:;" SM 2340 C
*Total Demir <0,003 mg/L 0,2 SM 3500-Fe B / Spektrofotometre
Yapilan Fiziksel Analizler Sonuc Birim Simir Deger Analiz Metodu/Cihaz
*Renk <0,5 Pt/Co 20 SM 2120-C / Spektrofotometre
*Bulaniklik 0,34 NTU 1 SM 2130-B /Tiirbidimetre
*Sicakhk 23.7 °C 12-25 SM 2550-B / Sicakhik Olger
letkenlik gag | oL 2500 SM 2510-B / EC Olger
uS/cm

* [sareti akreditasyon kapsaminda oldugunu gosterir.

P.26.EK.01

Yayin Tarihi: 13.06.2014

-Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip, gogaltilamaz.

-Imzasiz ve miihiirsiiz raporlar gegersizdir.

Rev Tarihi/No: 27.03.19/06

~This report shall not be reproduced other than in full except with the permission of the laboratory.

-Testing reports without signature are not valid.
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ANALIZ RAPORU
(ANALYSIS REPORT)

Bu analiz raporunun hicbir béliimii tek basina veya ayri ayn kullanilamaz.

This report with all parts is a whole, no party of this report can be used seperately

Analiz sonuclar: sadece dlgiim icin alinan su numunesini temsil eder ve kontrol amac¢h alinmistir.

Represents the results of the analysis were only for water samples for measurement and control.

Miisterinin talebi dofrultusunda, dkiim belirsizlifi ve alnan karar kuralna ait uygunluk beyam belirtilecektir.

TURKAIR
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TS EN ISO |EC 17025
AB-0668-T
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S-20-0681

10.2020

At the request of the customer, the uncertainty of measurement and the declaration of conformity of the decision rule

taken shall be indicated.

Su numunesi, ‘Numune Alma Plam (P.23.F.06)’ ve TS EN ISO 5667-3 standartma gore almmaktadar.
Water samples are taken according to ‘Sampling Plan (P.23.F.06)’ and TS EN ISO 5667-3 standard.

Numunenin miisteri tarafindan saflanms olmas: durumunda, sorumiuluk miisteriye aittir.

If the sample is provided by the customer, the customer is responsible.

Kimyasal Analiz Birim Sorumlusu
Kimyager

ULAS DAL:
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-Bu rapor, laboratuvanin yazili izni olmadan kismen kopyalamp, gogaltilamaz.

-Imzasiz ve miihiirsiiz raporlar gegersizdir.
-This report shall not be reproduced other than in full except with the permission of the laboratory.
~Testing reports without signature are not valid.



